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Growth in DER Deployment

o The deployment of DERSs, such
as solar photovoltaics, energy
storage, and hybrid systems, has
grown exponentially in the United
States over the last 15 years.

o Between 2010 and 2023, the
number of residential PV systems
grew from 89,000 to 4.7 million
(800,000 residential PV systems
were installed in 2023 alone)
(DOE 2025).

s AS DER deployment haS grOwn, Interconnection queues in the U.S.
so have interconnection queues Source: intorconneelion.fy
and timelines, stressing
interconnection processes for
distribution and sub-transmission
grids.
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
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Queue, Cost & Other Data Are Vital to DER Deployment

Developers provide data to utilities in

interconnection applications.

o Ultilities need this data to process
applications and conduct technical
studies.

Common data collected in

applications:

o Rated power (kW)

o Stored energy (kWh)

o Technology/system type

o Location: substation/feeder

o |IEEE 1547 Reactive Power Category,
referred to as “Voltage and reactive
power capability”

o |IEEE 1547 Disturbance Category,
commonly referred to as “voltage and
frequency ride-through capability”

Utilities provide data to developers to
support siting and estimated cost:

o Hosting capacity maps
o Projected upgrade costs

o Timelines — Dates of system impact
study start and completion, construction
completion date

o Group study, if applicable
o Queue position

o Status: Active, operational, withdrawn,
suspended

o Technical screen failures and results, if
applicable

o Application date and interconnection
agreement date

Sources: DOE 2025, BATRIES 2022, Narang et al 2021
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://energystorageinterconnection.org/resources/batries-toolkit/
http://www.nrel.gov/docs/fy21osti/77156.pdf.

Types of Data for Interconnection

o Interconnection data can inform siting decisions, observe grid trends, evaluate
interconnection performance, and track progress on reforms (DOE 2025).

o Grid data are used as an input to inform and improve interconnection.
o Utilities track and provide outcome-based interconnection data to measure performance.

Interconnection Data to Grid Data for Informing
Measure Performance: Interconnection:

* Queue volumes * Grid constraints

* Processing timelines  Locational net benefits

» Complexity of the  Available hosting capacity at
interconnection process a specific grid location

» Customer interconnection » Used for forecasting
costs upgrade costs

» Cost ranges for common
upgrades
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf

Example of Simplified Interconnection Process

Application Assignment of

queue position Technical

screenings
and studies
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.

)
Interconnection

agreement
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Commissioning
and inspecting

Design,
procurement

and construction Operation and

maintenance

Source: PGE
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https://portlandgeneral.com/resources-for-solar-installers/interconnection-process-overview

Example of Interconnection Process Flow Chart: NYS
SIR “Simplified” Process for Solar Projects 50 kW-5 MW

Upan dallvary of results,
Developer hos the Option
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Source: ConEd
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https://www.coned.com/en/save-money/using-private-generation-energy-sources/applying-for-interconnection

Developer Pays the
Cost Estimate as
Prowided from Con Edison

Can Edison Parforms
Supplomental Study
and Delivers Results
o Developer Within
20 Business Days

Process
Exited

of results
Developer has the Option
e 1oC

8. Supplernental Screening.
Results Meating

il CESIRD,
Withdraw Application

won Requirad Within

Con Edison Retwrn
Standard Inters
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Developer Pays the Cost
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Developer and Con Bdison
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Project Construction
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Poll

o Does your state publish interconnection queues?
o Yes
o No
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Data Standardization and Collection

O

O

O

Data on distributed generation interconnection queues are not widely available and are not
necessarily representative of queue backlog across the country.
Data sharing varies across the United States.

o The types and frequency of data sharing are not standardized, aside from requirements for adoption and
compliance with IEEE 1547-2018 (NARUC 2023; Ingram et al. 2021).

o Publicly available data are based on state requirements for data sharing and standardization.

o While queues in some states look larger than others, it may be due to available data rather than indicative of
higher levels of DER deployment.

Major barriers to data sharing and data collection include:

o Labor and resources needed to collect, aggregate, clean and standardize the data
o Computing requirements for data collection and sharing

o Privacy and security of the data (Ingram et al 2021).

Number of projects by state Graph of DG interconnection queues in the U.S. i

Source: interconnection.fyi

Number of projects ©
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https://pubs.naruc.org/pub/145ECC5C-1866-DAAC-99FB-A33438978E95
https://www.nrel.gov/docs/fy22osti/75290.pdf
https://www.nrel.gov/docs/fy22osti/75290.pdf.
https://www.interconnection.fyi/dg

Technology Complexity Adds Challenges to Standardization

Different types of DER technologies
have distinctive characteristics that
require specificity in interconnection
rules since their capabilities and grid
impacts vary (DOE 2025).

PV array On-site load & grid
1s

u| leferent types Of Solar PV and SIZGS Ry DC-DC PV com'cr‘tchCIink DC-AC PV inverter o E
Residential projects (<10 kW) versus @ E_‘* a T h=
commercial / community solar (1<5 MW) A ! =

>-DC ESS! b DC-DC ESS DC-ACESS: |
Behind-the-meter (solar is located onsite ESS D("Dcnm Vo converter inverter |

©ESS
behind the customer’s meter) versus El]a ______ 5 El]%a

virtual/remote net metering or community

solar (solar is located offsite from where DC coupled ESS AC coupled ESS
the customer’s meter is located, e.g. Solar PV + BESS AC vs DC coupled configurations
brownfield) Source: Rezaeimozafar et al. 2022

o Battery energy storage systems
(BESS)—standalone or hybrid, DC-
coupled or AC-coupled

o Wind or hydro
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://doi.org/10.1016/j.rser.2022.112573

Poll

What are the biggest interconnection challenges in your state?
o Large queues

o Timeline delays

o Upgrade costs

o Zombie projects

o Other
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Market Complexity Adds Challenges to Standardization

o Each jurisdiction varies in terms of maturity,
which can affect the level of technical
complexity of the interconnection rules,
overall volume of DER applications in the
queue, and utility workforce.

o The size of any incentive program, the overall
market size, and market saturation can impact
the pace of interconnection applications in a
utility territory.

o Interconnection standards vary across states

and even across utilities in a state (e.qg.,
investor-owned utilities vs. coops and munis).

o Each state/utility has different standards for
data sharing, including the type and cadence
of data shared.

o The pace of DER deployment and reforms
needed to mitigate interconnection
challenges vary depending on the market,
regulations and resource availability (DOE
2025).

Environmental and Energy Law Update

Maine Solar Boom: Over 1.5GW of Distributed
Solar Capacity in the Queue

Januar 'y 27, 2020 ';j‘\»fi-Reulzers World~  BusinessV Markets Sustainability ¥ Legal Breakingviews v Technology ¥ Investigations Mor

SHARE THIS PAGE:

Western US embraces grid reforms but
solar queues will linger

By Nell Ford

12 [ra) (<]

According to the latest interconne
owned utilities, CMP and Emera b

to Maine's electric grid. Almost al

Maine that offers generous ince

Sources: Verrill 2020; Reuters 2024
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://www.verrill-law.com/environmental-and-energy-law-update/maine-solar-boom-over-1-5gw-of-distributed-solar-capacity-in-the-queue
https://www.reuters.com/business/energy/western-us-embraces-grid-reforms-solar-queues-will-linger-2024-06-20/
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Data Sharing Guidelines

Considerations for guidelines:
o Clarifying data required from utilities, developers, and other stakeholders,

o Considering sensitivity of data and taking appropriate precautions,

o Balancing the tradeoffs between granularity and frequency of updates with resource

intensity,

o Developing accessible and secure data sharing platforms.

Creating public reporting sites for interconnection queue data support transparency.

Facilitating stakeholder groups that can support regulators and utilities by sharing data
needs and use cases, reviewing and providing feedback on utility data.

DER Applications

Generated by Utilities

e Technology

¢ Rated power (kW)

e Stored energy (kWh)

o [EEE 1547 Reactive Power Category, commonly
referred to as “voltage and reactive power
capability™*

e [EEE Std 1547 Disturbance Category, commonly
referred to as “voltage and frequency ride-through
capability”

s Location (census block group)

Queue position

Application date and interconnection agreement date

Dates of system impact study start and completion

Construction completion date and permission to operate date
Status (active, operational, withdrawn, suspended)

Technical screen failures and results, if applicable®

Group study status, if applicable

Estimated cost of studies and fees ($ quoted by the utility)
Estimated cost of all system upgrades, including facilities charges and
network upgrades ($ quoted by the utility)

Final cost of interconnection, including costs of all studies and any
required system upgrades ($ billed by the utility)

ENERGY TECHNOLOGIES AREA

Grid Data Sharing Analysis Framework

CURRENT
PRACTICES,
REQUESTS,

OPTIONS

USE CASE

STATE
PRIORITIES

DESIRED
OUTCOMES

POTENTIAL

IMPACTS
DATA

SHARING
TACTICS

DATA DETAILS

Sources: NARUC 2023, DOE 2025
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http://www.naruc.org/core-sectors/energy-resources-and-the-environment/electric-vehicles/grid-data-sharing/
https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf

Data Sharing: State Example

o New York State provides consolidated interconnection information on a public
webpage.
o The page links to standard and utility-specific interconnection requirements, hosting
capacity maps, interconnection queue data, and other resources.

o New York’s standardized queue data provide equipment, timeline, and cost
information.

SECTIONS

Department of Public Service

Regulated Utilities = Consumer Services File a Complaint = Commission Files Press Releases NYS Standardized Interconnection

Requirements (SIR)

< Electric

Distributed Ge

Other Miscellaneous Reports

Information

SIR Inventory Information

Hosting Capacity Maps

Interconnection Resources

Source: New York Department of Public Service
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https://dps.ny.gov/distributed-generation-information

Data Sharing: Utility Example

ConEdison’s Hosting Capacity Map and Queue Data

Legel

Hosting Capacity for Network

5.69 - 605.00 kVA

Network

ENERGY TECHNOLOGIES AREA

ENERGY ANALYSIS AND ENVIRONMENTAL IMPACTS DIVISION

Source: New York Department of Public Service, ConEdison
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Company Developer Application / Job # Division City/Town County Zip Code NYISO Load Zone Circuit 1D Substation
Network Area Hosting Capacity (kKVA):
8410.01 - 20000.00 kvA b hd l - = b4 = = >4
CECONY MOMENTUM SOLAR SDG-80851 CENY-BK Brooklyn Kings 11234 ) 4809 Bensonhurst_2
5850.01-8410.00 kvA CECONY NYSS LLC $DG-80850 CENY-SI Staten Island Richmond 10314 1 1R81 FRESH_KILLS
3940.01 - 5850.00 kVA CECONY Green Hybrid Energy Solutions, Inc. 5DG-80849 CENY-W White Plains Westchester 10601 | WHITEZ White_Plains
CECONY MOMENTUM SOLAR SDG-80848 CENY-W Yonkers Westchester 10703 | 29u4 Granite_Hill
2010.01 - 3940.00 kvA CECONY MOMENTUM SOLAR SDG-80847 CENY-W Yonkers Westchester 10704 | 7903 Granite_Hill
) . CECONY MOMENTUM SOLAR SDG-80846 CENY-Q, Springfield Gardens Queens 11413 r 9573 Jamaica
605.01-2010.00 kv CECONY MOMENTUM SOLAR SDG-80845 CENY-Q Jamaica Queens 11435 ) 5042 Jamaica
West New York
Can[?lfpark
kity 7~
'/ N
Vincoln Sqnar:\ \ APPLICATION REVIEW PRELIMINARY REVIEW CESIR SIR Costs
‘/ & 10 business days 15 business days 607100 business days CESIR Costs | PTOlect '"“‘"'“1:" / Upgrade
U“";’dia“ Estimated
X Application | Start Date (Must CESIR Study | Upgrade Costs | Actual Project
Protoctve | stantpate EndDate [ CRCUAISd | o roved Date | Match Application | EndDaw | Caculted | Payment | gpay EndDate | CECUMSd | o ipaidby | Identifiedby | Gosts Paid by
aulp (Utility) Approved Date) applicant | Utility (CESIR or |  Applicant
- - - - - - - - - - v v Not) | -
M \ Inverter 12/31/24 $0.00 $0.00 $0.00
Midgbwn / S % Inverter 12/31/24 50.00 50.00 $0.00
\ = Inverter 12/31/24 $0.00 $0.00 $0.00
> > D P Inverter 12/31/24 $0.00 $0.00 $0.00
7y Inverter 1231024 $0.00 $0.00 $0.00
Midtawn Eastf
= 7
e v ¢
Hui
‘



https://dps.ny.gov/distributed-generation-information
https://coned.maps.arcgis.com/apps/MapSeries/index.html?appid=edce09020bba4f999c06c462e5458ac7
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DOE i2X DER Interconnection Roadmap Solutions

o The Department of Energy (DOE)
Interconnection Innovation eXchange (i2x)

US. Department of

EN:RGY Office of Energy Efficiency DER Interconnection Roadmap provides a
. & Renewable Energy

guide to actions that the interconnection
community can take in the near-term to
implement solutions designed to address
current DER interconnection challenges.

n Key solutions outlined in the roadmap for
improving the queue and timelines fall under
Goal 1 and 2:

o Goal #1: Increase Data Access, Transparency,
and Security for Interconnection

Distributed Energy = Solutions include establishing guidelines for
Resource collecting and sharing grid data, expanding and

- standardizing reporting of interconnection data,
Interconnection establishing hosting capacity analysis (HCA) tools.
Roadmap o Goal #2: Improve Interconnection Process and
Transforming Interconnection by 2035 Timeline

Interconnection Innovation e-Xchange (i2x)

January 16, 2025 = Solutions include providing pre-application materials,

establish commercial readiness requirements,
implementing automation, and addressing workforce
needs.
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf

Solutions for Interconnection Queues and Timelines

Regulatory Technical Technology
mechanisms mechanisms mechanisms
|| Timeline || Pre-application o :
enforcement process Automation
|| Performance || | Technology
incentives Fast track settings
[ Requirements | [ | [ |
— fﬁirg?_?/';ﬁ?r'r?eg — Group studies — IEEE Standards
\ queues J \ J \ J
[ | Hosting
— Ombudsperson — angﬁlgaezltgnd
. ) | investments |
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Regulatory Mechanisms to Address Interconnection
Queues

Timeline enforcement mechanisms — Establishing required study timelines, and
penalties for failing to meet timelines, provides accountability.

o The Massachusetts Department of Public Utilities (DPU) established a mechanism that
measured timelines and required utilities to report aggregated performance data.

o Noncompliance resulted in penalties paid to project owner commensurate with the financial
impact of the delay.

Performance incentive mechanisms (PIMs) — PIMs can be tied to specific metrics,

such as DER deployment levels, improved interconnection timelines, and

comprehensive and transparent system planning.

o See NARUC Performance-Based Regulation State Working Group for resources and examples.

Managing high volume queues

o Establishing Fast Track or expedited review processes for small systems

o Enabling the use of group studies (as opposed to serial studies) can aid in managing high-
volume queues by increasing efficiency.

o Requiring automation or online applications can reduce utility resources required to manage
queues.

Ombudsperson
o Adispute resolution mechanism, such as an ombudsperson, helps reduce interconnection
challenges and mediate disputes between DER applicants and utilities.

n Establishing informal working groups can improve alignment among stakeholders. Source: DOE 2025
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https://www.naruc.org/core-sectors/energy-resources-and-the-environment/valuation-and-ratemaking/performance-based-regulation/
https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf

Technical Mechanisms — Expedited Review

« Utilities can provide customers with basic information (for a reasonable fee) about
Pre-application their proposed point of interconnection before they submit a full interconnection
application.

+ Utilities can expedite review processes for small (<25 kW), inverter-based systems
(solar PV, storage, hybrid) at low risk of triggering adverse system impacts.

* Under FERC’s Small Generator Interconnection Process, and many states’

Fast Track interconnection rules, Fast Track review is limited to systems <2 MW.

« Utilities are moving towards a more refined approach based on location factors, such
as DER distance from the substation and line voltage (“table-based approach”).

« If a project fails a Fast Track screen, the application can undergo a “supplemental
Supplemental review” to determine whether the DER can interconnect without a full study.

Review * This is the practice in Ohio, Massachusetts, lllinois, lowa, and California. Other
states, such as Maine and Minnesota, are considering this approach.

Sources: IREC 2017; IREC 2023a
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https://irecusa.org/wp-content/uploads/2021/07/IREC-Priority-Considerations-for-Interconnection-Standards-2017-FINAL.pdf
https://irecusa.org/wp-content/uploads/2023/08/IREC-Model-Interconnection-Procedures-2023-FINAL-8.23.23.pdf

Technical Mechanisms — Parallel and Group Study

Historically, utilities studied DER applications serially, in the order of

application receipt.

o This practice slows down interconnection queues and creates backlogs, exacerbated by
increasing DER deployment.

Parallel study allows for 2+ projects to be studied at the same time.

o A group study process analyzes projects together — first for a system impact study and
later for a facilities study.

o A cluster study process take a similar approach, but also studies impacts of the DER
project at both the transmission and distribution levels.

A group study “evaluates whether groups of electrically-related DER projects

can interconnect to the distribution system safely and identifies any grid

upgrades that are needed to accommodate those projects,” and projects

typically share study and upgrade costs (IREC 2023Db).

o California, Massachusetts, Minnesota, Oregon, and North and South Carolina have
adopted or authorized utilities to pursue this approach.

Source: IREC 2023b
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https://irecusa.org/resources/thinking-outside-the-lines/
https://irecusa.org/resources/thinking-outside-the-lines/

Study Pathways Can Impact Timelines

5 Serial study can create backlogs with

Group Study Application
Window

Utility Forms Groups

Initial Customer Engagement

Group Study

Customer Review of Study
Results and Decision to
Proceed

Restudy (if needed)

Affected System Operator
(ASO) Study

Preparation and Execution of
an Interconnection Agreement

Between 40 business days and 12 months

15-30 business days

35-55 business days

100-160 business days
Note: Several jurisdictions separate group studies into
separate phases, e.g., a Phase 1 power flow study and a

Phase 2 stability study, with defined periods of customer
engagement after each phase.

15-30 business days

60-160 business days

Group study procedures generally do not define the
timeline for conducting an ASO study, which is subject
to the procedures and requirements of other utilities and
ISOs/RTOs.

25-55 business days

Note: Some rules allow for an extension of time for

additional negotiation of the interconnection agreement, if

necessary.

Indicative Timelines for a Group Study

Source: Weaver 2023

projects waiting years in queues.

o While group studies and cluster
studies are more technically accurate
and are designed to alleviate queue
challenges, they also may pose
delays and challenges.

o For example, when a project
withdraws from the queue, it affects
the study results and cost sharing
across projects. In some cases,
projects may need to be restudied.

ENERGY TECHNOLOGIES AREA | ENERGY ANALYSIS AND ENVIRONMENTAL IMPACTS DIVISION ENERGY MARKETS & PoLicy 26


https://pv-magazine-usa.com/2023/10/26/group-interconnection-studies-beneficial-but-not-a-panacea/

Poll

Does your state have parallel/group study processes for interconnection?
o Yes
o No
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Technical Mechanisms — Hosting Capacity Analysis

» Hosting capacity analysis (HCA) is a critical tool to
aid developers in planning and siting DERs.

« HCA results, whether in a dataset or a map, provide
a snapshot in time of the conditions of a utility’s
distribution grid and the available capacity to host
additional DERs at a particular substation/feeder
without upgrades (IREC 2020).

« Hosting capacity maps direct developers to open
feeders with lower interconnection upgrade costs.

* Major limitations
o Hosting capacity maps are only useful if they are

updated regularly.
o Hosting capacity maps must be validated with
sophisticated power flow simulations to ensure

Source: Xcel Energy Minnesota

results are accurate and provide high confidence Hosting Capacity Map (2025)

data for making investment decisions (NREL and
IREC 2022).

ENERGY TECHNOLOGIES AREA ENERGY ANALYSIS AND ENVIRONMENTAL IMPACTS DIVISION ENERGY MARKETS & PoLicy 28


https://www.arcgis.com/apps/webappviewer/index.html?id=a04c42c922664381a2d35ba12305eb2e
https://irecusa.org/our-work/hosting-capacity-analysis/
https://irecusa.org/resources/hosting-capacity-analysis-data-validation/

Technology Mechanisms to Address Interconnection
Queues

o Processing interconnection queues by hand becomes time-
consuming and costly for utilities as interconnection queues
grow (DOE 2025).

o Automating these processes is critical to saving time and w-a f‘?';‘gc“* > PowerClerk’
ght Wer
resources. - i

HOME PROGRAM DESIGN = ADMIN ™ SETTINGS =

o Online data and application portals and software for managing
interconnection queues facilitate the processing of
interconnection requests (DOE 2025).

o Some HCA includes feeder-level load data. To enhance
security, many states use a “15/15” rule to redact load data Customer _ Appcant _ Contacarte
that could identify a single customer’s energy usage (IREC T
2022). ' .

o Some jurisdictions are specifying inverter settings that may
affect communications and data sharing requirements
between DER operators and utilities.

o For example, in 2022 the Massachusetts Technical Standards
Review Group, in coordination with the DPU and ISO-NE,

published default IEEE 1547-2018 setting requirements for all
new DER projects (Ingram et al. 2021).

o Cybersecurity: As more DER connects and communicates
with the grid, the cybersecurity risks increase and can create
vulnerabilities for the system

o Using guidance from IEEE 1547.3 can address cybersecurity Example of Online portal
concerns during the interconnection process (DOE 2025) Source: Powerclerk demo
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://gridworks.org/wp-content/uploads/2022/04/IREC-HCA-Presentation-for-NM-Webinar-4-15-22-1.pdf
https://www.nrel.gov/docs/fy22osti/75290.pdf
https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://www.cleanpower.com/powerclerk/feature-tour/#wp-grid-tabs_2
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Regulator Roles

Standardize processes for sharing data
o Aggregate, organize, and publish interconnection data

Establish or enhance data-sharing regulatory guidance
according to categories described in the NARUC Grid Data
Sharing Playbook

Convene interconnection stakeholders to explore the value
of data sharing and facilitate understanding of the risks and
potential impacts

Set timelines and establish enforcement mechanisms and
penalties for noncompliance

Create performance incentive mechanisms
Form technical and policy working groups

Create dispute resolution mechanisms and an
Ombudsperson role

Require hosting capacity maps and scrutinize validation Sources: Constantini et al 2023;

DOE 2025; NREL and IREC
results to ensure accuracy 2022; NARUC
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http://www.naruc.org/core-sectors/energy-resources-and-the-environment/electric-vehicles/grid-data-sharing
https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://irecusa.org/resources/hosting-capacity-analysis-data-validation/
https://www.naruc.org/events/all-events/2026-naruc-annual-meeting-and-education-conference/

Establish Timeline Requirements

o State regulators can set time limits on the total interconnection timeline or steps within the
interconnection process.

o Timelines can differentiate between interconnection types (e.g., solar PV, storage, by size, fast-
track).

o Requirements can be formalized in tariff updates.
o Enforcement of timelines is important.

o A stakeholder working group can recommend to the state regulator where to cut time in the
process.

ConEdison Interconnection Queue Data and Example Timelines

APTGATION K "EW PREaunarcy RZVIEW
Ll [ [ d
Applying for Private Generation 10 business days 15 business days
. | | 7
" Application Start Date (Must
I n te rcon n ec*l on : r::e::':l::‘ Start Date End Date c;:ﬁ:::;d Approved Date | Match Application End Date c;::r:l;lﬁd
|| Fave (Utility) Approved Date
v v v v v
% o S - " g i Inverter 12/31/24
Review eligibility requirements and fill out the interconnection Inverter 12/31/24
7 A T n Inverter 12/31/24
application before starting your project. e 1231726
Inverter 12/31/24

Source: New York Department of Public Service. ConEdison
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https://dps.ny.gov/distributed-generation-information
https://coned.maps.arcgis.com/apps/MapSeries/index.html?appid=edce09020bba4f999c06c462e5458ac7

Utility Roles

O O O O O

|

Collect and organize data
Automate data compilations and reporting
Share data as appropriate
Create and validate hosting capacity maps

Develop tools for leveraging data and improving
pre-application screening

Ensure compliance with regulations

Standardize the process for data required from
interconnection customers at various DER sizes
o Create fast track processes for small DERs
o Automate data collection — e.g., through software tools

like PowerClerk
Process interconnection applications, conduct
interconnection studies, and comply with
timelines

Sources: DOE 2025; NREL and IREC 2022

A,
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S&C Electric solar substation
Source: UtilityDive
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https://www.energy.gov/sites/default/files/2025-01/i2X%20DER%20Interconnection%20Roadmap.pdf
https://irecusa.org/resources/hosting-capacity-analysis-data-validation/
https://www.utilitydive.com/news/how-to-build-substations-for-solar/288168/
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Publicly Available Interconnection Data

WAA
VT || NH
ME
MT ND
OR MN
A ID VAN A MA
SD wi

VN o M NY RI
VN PA cT

a NE A — |
NV uT L | | OH NJ

cA A
WV,
co Ks MO oy Via: i
A o — MD
™ NC
AZ OK DC
NM AR SC
MS | AL GA
VN . .
> LA Interconnection Data Available
FL
<@ High quality data on queues*®
(4
o
@__ HI Some queve data available
No queue data publicly available
A Hosting Capacity Analysis data
Sources: DOE 2024; IREC 2022, 2023
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* In some states, not all utilities share data publicly


https://www.energy.gov/eere/us-atlas-electric-distribution-system-hosting-capacity-maps
https://gridworks.org/wp-content/uploads/2022/04/IREC-HCA-Presentation-for-NM-Webinar-4-15-22-1.pdf
https://irecusa.org/resources/thinking-outside-the-lines/
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Distributed Energy Resource
Interconnection Roadmap

The roadmap serves as guide to key actions that
stakeholders could take, within the next five years and
beyond, to implement solutions to distribution-level
interconnection challenges

energy.gov/i2x

UE Bepartment of

EN:RGY | Office of Energy Efficiency
. & Renewable Energy

Distributed Energy
Resource
Interconnection
Roadmap

Transforming Interconnection by 2035
Interconnection Innovation e-Xchange (i2x)
January 16, 2025

N INTERCONNECTION
INNOVATION e-XCHANGE
I -‘:!\“ UUS. DEPARTMENT OF ENERGY



5-Year Transmission Interconnection Roadmap

Goal #1: Increase Data Access and Transparency

Goal #2: Improve Process and Timing

Transmission Interconnection

*  Queue Management Roadmap

. Transforming Bulk Transmission Interconnection by
«  Affected System Studies 2035
° Workforce DCVCIOpment Interconnection Inncvation e-Xchange (i2X)

Goal #3: Promote Economic Efficiency

*  Cost Allocation

*  Coordination between Interconnection and Transmission Planning
* Interconnection Studies

Goal #4: Maintain a Reliable Grid

*  Interconnection Models and Tools

* Interconnection Standards

N INTERCONNECTION
. INNOVATION e-XCHANGE
energy.gov/i2x I ‘A\“ U.S. DEPARTMENT OF ENERGY
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Join i2X Connect at:
https://groups.energy.gov/i2xconnect/



https://groups.energy.gov/i2xconnect/
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“‘Distribution System Analyses” box
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Download publications from Energy Markets & Policy: https://emp.Ibl.gov/publications
Sign up for our email list: https://emp.lbl.gov/mailing-list
Follow Energy Markets & Policy on Bluesky: @BerkeleylLabEMP.bsky.social
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